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Carichi di condizonamento 6
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Tecnologie per il
Condizionamento dell'aria
|

Acqua refrigerata Aria-acqua

Centralizzato

Centralizzato Centralizzato

Sstemi di ventilazione macchina di refrigerazione;
centralizzati; rete distribuzione acqua
canalizzazioni in edificio refrigerata in edificio

macchina di refrigerazione
e ventilazione;
rete acuga e aria in edificio
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Schema ciclo di condizionamento
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Sistemi DEC 23
(Desiccant and evaporative cooling systems)
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absolute Feuchte [g/kg]
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Sistema aperto
assorbimento

Regenerator U Q, driving heat

possibile: high LiCliwater

density energy
storage without
losses

regeneration air

)/

concentrated

) solution storag
solution

decoupling in
time of coolmg_ Absorber |
and regeneration Q, rejected heat

Pilot plants: - diluted solution
Menerga (Germany) supply air ) 4 p

Technion Haifa (Israel)
ZAE Bayern (Germany)
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evacuated glass
tube

absorber with fluid channel
(concentric geometry for fluid
inlet and outlet)
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SAC = collettori
aria

CPC = stationary
CPC

FPC = collettori
piani sup. selettiva

EHP = Tubi
evacuati heat-pipe

EDF = Tubi
evacuati flusso
diretto
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